
Line to solar To Grid

Exterior Production Meter Equipment

W/Utility disconnect

Solar Panel manufacturer

model & quantity

Utility Net Meter

Utility Power Source

Inverter manufacturer Combiner

model & quantity if required Utility Disconnect

Taps for Utility Power

Source is Prohibited in

Sealed Meter Space

Load to Utility

Battery System when applicable

Production meter height shall be 5 - 5.5 feet to the

meter center measured from grade and allow

10 feet clearance from LP gas regulators and tanks


